Conduit/Tray No:

Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):
Description of Changes:

Included Cable No.

] 4978 \ Reference: | E-654

| 78 \ Type: [ RGS-PVC coated conduit

’ 1743 (on Skyway) To:‘ Tel. Terminal Box #TEL-21W

’ 1201.71 ‘ Remarks: | INstalled in Skyway confract.
| 2564.19 \

|

Conductor Type

Area (mm2)

1473-22 50 pair #18, shielded pairs, IS/0S shield 600 V, XLPE insul., PVC 1201.71
jacket
Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No:

Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):
Description of Changes:

Included Cable No.

] 5011 \ Reference: | E-820

] 41 \ Type: | RGS-PVC coated conduit

| PB-2B To: | Controller Cabinet #TOS-09EA
’ 30.19 ‘ Remarks: | Installed Tn Skyway confract.
| 702.80 \

|

Conductor Type

Area (mm2)

[=]
w
> wn
D | —
>
o w
w |
n
=W
> | =
w| <
x| o
Mol o
<X | X
aS| S
o
>
N o>
>
a0 &
[=yal
<u| O
gz W
S0 X
Oo—| O
a0 |:.|EJ
<w
oa| O
o
o<
I =
ol =
=<
w| =
x| O
wl| =
>
o J
(@]
z| O
5}
— [m]
n| <
w| N
o| T
w
m

2475-4A

12 Fiber, single mode fiber optic cable

30.19

Pull Rope

Soft-Fiber Polyester

0.00

Conduit/Tray No:

Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):
Description of Changes:

Included Cable No.

’ 5031 ‘ Reference: ‘ E-821

] 41 \ Type: | RGS-PVC coated conduit

| PB-2B To: | Controller Cabinet #TOS-10EA
’ 30.19 ‘ Remarks: | Installed in Skyway contract.
| 702.80 \

|

Conductor Type

Area (mm2)

| REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE |
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DIST| COUNTY

ROUTE KILOMETER POST SHNEJET TOTAL

TOTAL PROJECT SHEETS
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REGISTERED ELECTRICAL ENGINEER DATE

05-06-2010
PLANS APPROVAL DATE

PB AMERICAS, Inc.
A Parsons Brinckerhoff Company
303 Second St., Suite T7TOON
San Francisco, CA  94I07-13I7

MEP INTEGRATION SYC| FW | 110
MARK | DATE DESCRIPTIONS BY [CH’D|cco# The Stdte of Callfornla or Ifs offlcers or agents shall nof be responsible for
REVISIONS the accuracy or complefeness of elecironic caples of his plan sheef.
CONTRACT CHANGE ORDER NO. Caltrans now has a web slifel To get fo the web slfs, go fo hifps/ /www.dot.cago
SHEET OF
Conduit/Tray No: 5097 ‘ Reference: | E-824 ‘
Size: | 27 | Type: | RGS-PVC coated conduit |
From: | Junction Box To: | Controller Cabinet #TOS-13EB |
Total Fill (mm2): | 60.38 | Remarks: | Installed in Skyway contract.
Allowable Fill (mm2): | 177.49 |

Description of Changes:

Included Cable No.

Conductor Type

Area (mm2)

2475-4F1 12 Fiber, single mode fiber optic cable 30.19
24T75-4F2 12 Fiber, single mode fiber optic cable 30.19
Pull Rope Soft-Fiber Polyester 0.00

Conduit/Tray No:
Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):
Description of Changes:

Included Cable No.

Conductor Type

Area (mm2)

| 5098 | Reference: | E-824 | *
‘ 41 ‘ Type:‘ RGS-PVC coated conduit ‘

| PB-2B To: | Junction Box |

‘ 90.57 ‘ Remarks: | InsfTalled Tn Skyway contract.

| 534.55 |

|

= - - - - -
S 2475-48B 12 Fiber, single mode fiber optic cable 30.19 24754t 12 Fiber, single mode fiber optic cable 30.19
h - - . .
= Pull Rope Soft-Fiber Polyester 0.00 2475-4F1 12 Fiber, single mode fiber optic cable 30.19
§ 2475-4F2 12 Fiber, single mode fiber optic cable 30.19
:z: Pull Rope Soft+-Fiber Polyester 0.00
[2
-
w Conduit/Tray Nos | 5051 \ Reference: | E-822
= Size: | 41 \ Type: | RGS-PVC coated conduit
= From: | PB-2B To: | Controller Cabinet #TOS-11EA °
<C o
[~ H N
& Total Fill (mm2): | 30.19 \ Remarks: | Installed in Skyway contract. .
=<
! Allowable Fill (mm2): | 702.80 \ 8%
< ~A
= Description of Changes:’ o
£ 88
w Included Cable No. Conductor Type Area (mm2) Eg
) P
=2 ~ - - - - 2
Px3 2475-4C 12 Flb?r, single mode fiber optic cable 30.19 EXISTING vy
Pull Rope Soft-Fiber Polyester 0.00 <=
oS-
w CONDUIT AND TRAY SCHEDULE
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THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY. 28
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SCALE IS IN MILLIMETERS
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